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PBx Power Block display kit 

This guide is for all PBx Power Block models. 

 

If you are using this kit to upgrade a PB-2, you need a PB-2 to PBx-11 adapter (model 

K329015). For more information, read the installation guide that comes with the 

adapter. 

 

 

Before installing the display kit, switch OFF the incoming power at the source. 

 

Removing the old display 

1. Switch off the power to the control. 

2. Remove the cover from the unit. 

3. Unplug the communication connector. 

4. Label and then disconnect any wires connected to the damaged display. 

5. Disconnect the ribbon cable. 

 

Installing the new display 

1. Remove the new display from the bag. 

2. Write down the address (########) from the inside of the cover. 
You will need it to configure OMNI Select. 

3. If the Power Block is the last device on the communication channel, 
place the termination shunts on the correct pins, shown to the right.  

4. Reconnect any wires you disconnected before removing the old 
display. 

5. Plug-in the communication connector 

6. Connect the ribbon cable to the socket on the control board. 

7. Switch on the power to the unit and verify it operates properly. If it 
does not, check the wiring and ribbon cable connection. If the unit 
still will not operate properly, contact your dealer. 

8. Fasten the cover to the enclosure using the four screws. 
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